Today's buildings account for a large fraction of our energy consumption. In an effort to economize scarce fossil fuels on earth, sensor networks are a valuable tool to increase the energy efficiency of buildings without severely reducing our quality of life. Within a smart building many sensors and actuators are interconnected to form a control system. Nowadays, the deployment of a building control system is complicated because of different communication standards. Here we present a web services-based approach to integrate resource constrained sensor and actuator nodes into IP-based networks. A key feature of our approach is its capability for automatic service discovery. The design and development of an intelligent monitoring and controlling system for home appliances in a real time system is reported in this paper. This system principally monitors the electrical parameters such as voltage and current and subsequently calculates the power consumption of the home appliances that are need to be monitored. The innovation of this system is controlling mechanism implementation in so many ways. Also the proposed system is an economical and easily operable. Due to these intelligent characteristics it become an electricity expense reducer and people friendly.
I. INTRODUCTION
It is foreseen that service and personal care wireless mechatronic systems will become more and more ubiquitous at home in the near future and will be very useful in assistive healthcare particularly for the elderly and disabled people . Wireless mechatronic systems consist of numerous spatially distributed sensors with limited data collection and processing capability to monitor the environmental situation. Wireless sensor networks (WSNs) have become increasingly important because of their ability to monitor and manage situational information for various intelligent services. Due to those advantages, WSNs has been applied in many fields, such as the military, industry, environmental monitoring, and healthcare. The WSNs are increasingly being used in the home for energy controlling services. Regular household appliances are monitored and controlled by WSNs installed in the home. New technologies include cutting-edge advancements in information technology, sensors, metering, transmission, distribution, and electricity storage technology, as well as providing new information and flexibility to both consumers and providers of electricity.
There are several proposals to interconnect various domestic appliances by wireless networks to monitor and control. But the prototypes are verified using test bed scenarios. Also, smart meter systems have been designed to specific usages particularly related to geographical usages and are limited to specific places. Different information and communication technologies integrating with smart meter devices have been proposed and tested at different flats in a residential area for optimal power utilization ,but individual controlling of the devices are limited to specific houses. There has been design and developments of smart meters predicting the usage of power consumption. However, a low-cost, flexible, and robust system to continuously monitor and control based on consumer requirements is at the early stages of development.
The paper focuses on human-friendly technical solutions for monitoring and easy control of household appliances. The inhabitant's comfort will be increased and better assistance can be provided. This paper emphasizes the realization of monitoring and controlling of electrical appliances in many ways. The developed system has the following distinct features.  Use of relay drivers for controlling electrical appliances: Household appliances are controlled either remotely or automatically with the help of fabricated smart sensing unit consisting of relay .  Flexibility in controlling the appliances:
Depending on the user requirements, appliances can be monitored and controlled in different ways. Figure 1 shows the implementation of our proposed system. The project concludes that the power consuming system based on the wsn is nothing but the wireless sensor networks. In our proposed system we focus on the power consumption and the security purposes and the protection of the electrical devices and this is totally developed and improved by the embedding in the wireless sensor networks in mainly home energy management systems. The voltage level is detected by voltage sensor, if there is any changes in the voltage level the automatically the load condition will also changes. All these information which is related to changes in voltage level will be uploaded to the pc by using zigbee module. The main modules used here are: 1. ARM7 microcontroller 2. Zigbee module
II. IMPLEMENTATION
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ARM7 Micro Controller:
"ARM" is the abbreviation of "Advanced RISC Machines". It's a well known processor cores in the world. It is primarily used in portable gadgets because of reasonable efficiency and low power consumption. ARM is a family of RISC architectures. The ASK 16/32-bit ARM7TDMI-S microcontroller coaching board is very in particular designed to help scholars to meet their required advantage in the area of embedded techniques. It's possible to design the kit in such method that the entire major features of the micro controller will likely be fully used by the pupils. 
LPC2148 Chip Features
III. ZIGBEE MODULE
ZigBee Module is a low-cost, low-power, wireless mesh networking standard. The low cost allows the technology to be widely deployed in wireless control and monitoring applications, the low power-usage allows longer life with smaller batteries, and the mesh networking provides high reliability and larger range. This device network has the characteristics of electric power-saving, reliability, low cost, large capacity and security, and it can be widely used in various fields of automatic control. The target application domains are aimed at industry, home automation, telemetry and remote control, vehicle automation, agriculture automation, medical care and so on, such as lighting control automation, wireless data acquisition and monitoring sensor, oil field, electric power, mining and logistics management etc. 
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IV. RESULTS
First connect all the wires as per the kit and and connect all the switches to the plug box and check again all the connection then switch on the power supply then the kit will be activated. The below figure shows when the voltage level is varying at 2893v and it is the normal voltage level only and when it in normal voltage level the LED bulb will be in on it is the indication of the voltage levels are in normal.
The below output figure and when the condition is in high voltage levels then the system will be in off condition because the possibilities of short circuit may take place and when the voltage varies in high levels then the LED bulb will be OFF and as well as the system too.
The below figure shows when the output voltage variations are at the exact voltage level of 585v and it is normal voltage level in this normally the all electrical appliances are in active but in kit the LED bulb will also in be in ON.
The above figure is taken when the system is short circuited and when the short circuit takes place. The short circuit is happened when the voltage levels are varying above the higher voltage levels or above the some fixed cut off voltage levels in this short circuit situations the buzzer alarm will be activated and the LED bulb will in OFF condition as well as the system is too in OFF condition.
when the voltage levels are varying in various different voltage levels and in this it will displays all the conditions of the home electrical appliances and when short circuit happened and when the voltage levels are in high and any other conditions as shown in the above figure. 
V. CONCLUSION AND FUTURE SCOPE
